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The Kitchensafe cooktop fire suppression system features a small 
control panel and places the bottle outside the enclosure that 
contains the electronics. This allows more mounting options, and 
the bottle can be viewed with a quick glance. Kitchensafe is a 
UL300a system and can be installed in commercial or residential 
kitchen when a domestic hood and appliance are in use. 

 
Please contact Tom Coffin 480.694.5234 with questions. 

 
Email: tom@kitchensafe.net     web site: www.kitchensafeusa.net 
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Kitchensafe is the most comprehensive solution for kitchen cooktop 

fire suppression with residential cooktops and hoods in a 

commercial or residential application. 

The Kitchensafe cooktop fire suppression system is designed for  

university campus housing, senior living properties, day care 

facilities, churches, break rooms, catering kitchens and apartment 

cooktops. 

• Kitchensafe installs on any cooktop and range hood. 

• Protects gas or electric cooktops up to 48 inches wide. 

• Fuel source shut off for gas or electric cooktops. 

• Low suppressant cylinder warning. 

• Audible elevated heat warning. 

• Connects to central alarm. 

• System can be up to15 feet from cooktop. 

• Horn/Strobe capable. 

• System self-monitors 24/7. 

• Rapid fire knock down (about 5 seconds). 

• Suppressant agent cleans up with soap and water. 

               Approved to UL300a standards 

          Please call or text Tom Coffin 480-694-5234  

Email: tom@kitchensafe.net  website: www.kitchensafeusa.net 
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Control Box 
measures,  
8 inches by  
8 inches by  
4 inches. 

 

 

 

 

 

 

 

Kitchensafe is a complete and comprehensive fire 
suppression system for gas and electric cooktops. The small 
control enclosure allows it to be mounted anywhere.  
Kitchensafe is designed for:  

• University campus housing  
• Senior living properties 
• Churches  
• Day care facilities   
• Apartments 
• Break rooms  
• Catering kitchens  
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Basic installation steps: 
1. Unpack the contents of the Kitchensafe box and check that all 

necessary parts are included. 
2. Box should include the control enclosure with front and back 

electronic boards attached.  
3. Enclosed also are stainless steel nozzle(s), stainless nozzle fittings, 

white nylon washer, 90-degree fitting, braded steel supply line, 
electronic activation device, suppressant bottle with agent. The 
relay/shut box is included with an electric appliance, an Asco gas 
solenoid is included with a gas appliance. A manual pull station may 
also be included. 

4. Check power supply location, 120-volt service, the same outlet that 
serves the range hood can be used. This circuit does not need to be 
dedicated but does need to be unswitched. 

5. Check location for the Kitchensafe system. Check the route for the 
braided supply line and the heat sensor. At this time, you could mark 
the 4 mounting holes on the back plate. To make the install easier 
you can unplug the front portion of the Kitchensafe system and 
remove the ground wire. If the Kitchensafe system is mounted 
inside a cabinet, it is a good idea to hold the bottom of the 
Kitchensafe unit at least 2 inches from the bottom of the cabinet. 

6. Mount the back plate to the location either inside a cabinet or 
directly on the wall. If inside a cabinet, you will have to drill holes 
for the braided supply line and the heat sensor line. 

7. Install the reset tool into the “firing pin” terminal with the RED 
wire in the right side of the terminal. The small green plug is 
inserted into the reset terminal. 

8. Route the sensor wire from the center front edge of the hood to the 
sensor wire terminal inside on the back board of the Kitchensafe 
system. Mount heat sensor wire with a single self-taping screw, 
ensuring that you DO NOT drill through the hood causing the screw 
to protrude through the hood. 

9. If a pull station is called for the install wires into the terminal marked 
“BMS” (Building management system). There is no polarity for these 
wires. If the system is to be connected to a central alarm the 
configuration is different. The pull station plugs will be “push in” 
wire connectors at the same location near the upper right of the 
back-board terminals. There are 2 “push in” connectors one is a 3 
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wire, one is a 4 wire, insert either pull station wires into the empty 
port. There is no polarity for the pull station wires. 

10. Route the appliance wires from either the “shunt” relay box or the 
gas solenoid behind the cook top to the appliance terminal on the 
back board of the Kitchensafe system. 

11. Place the 2-liter suppressant cylinder in the bottle cradle and place 
the wires into the “pressure sensor” terminal. There is no polarity 
for these wires. 

12. Check all wire connections, make sure all are landed properly. 
13. Test the Kitchensafe system currently. First pull the pull station and 

receive the audible alert. Remove power and reset the system. 
Apply heat to the heat sensor to ensure that the audible high heat 
warning sounds. As soon as the audible alert is heard remove the 
heat and allow the system to reset. Now apply heat to the sensor 
again and make sure that the system activates. The system must be 
reset again following the reset instructions. 

14. Follow the reset instructions found near the back of this manual. If 
you do not hear the audible “beep” when you depress the bottom, 
there is most likely a wire that is not placed properly. Check wiring 
again and make sure all is well.  

15. PLEASE BE SURE TO MAKE SURE THE POWER SUPPLY TO THE 
KITCHENSAFE SYSTEM IS DISCONNECTED DURING ANY 
INSPECTION OF THE WIRING. 

16. REMEMBER IF THE SYSTEM IS CONNECTED TO A CENTRAL ALARM 
SYSTEM, THE MAIN ALARM PANEL MUST BE SET IN “TEST” MODE. 

17. Once the Kitchensafe system is reset, the “calendar 
module” is reset for a year. In one year, the system will 
give and audible alert and the “service required” L.E.D. 
light on the front panel will light. The user can silence the 
alert on the front panel for 24 hours, until it alarms again 
in 24 hours. 
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The main control box contains electronic 
terminals for all Kitchensafe functions. 

The Kitchensafe system self-monitors 24/7 and 
detects any fault that may occur with the system. 
Normal operating mode is pictured with power and 
appliance supply L.E.D. light illuminated. 
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The system is shipped with every part needed to 
install the Kitchensafe system.  Braided supply line, 
heat sensor, squib firing device, nozzles and 2-liter 
suppressant bottles are included. 
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The back plate electronic board is shown here. The 
terminal to the far left is for a manual pull station. 
The next terminal (firing pin) is for the 
metron/squib device. The “BMS” (building 
management system) terminal is used to connect to 
the central alarm. The pressure switch monitors the 
bottle chemical pressure and indicates if the bottle 
pressure is low. The terminal marked “sniffer” is for 
a remote gas detection device if desired. In the 
picture the “sniffer” terminal is “looped” to 
complete the circuit when it is not used. The 
appliance terminal is wired to the gas or electrical 
“shunt” relay to shut the cooking device off if the 
Kitchensafe unit is activated. 
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The system has a 2-stage monitoring alarm system. When  

the temperature reaches 122 degrees Fahrenheit, an audible 
warning sounds to let the user know that the heat level is  
rising. If the heat source is removed the system resets and  
no action is required. When the heat at the sensor reaches 
 158 degrees Fahrenheit, the system activates, an audible 
tone is heard, the cooktop is shut off and the fire is 
extinguished in about 5 seconds. 
 

The Kitchensafe “fixed” nozzle ensures that nozzles cannot 
be accidentally moved out of place. Fire Marshals 
everywhere appreciate this very important feature.  
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The Kitchensafe system will cover cooktops up to 48 inches 
wide using a 2-nozzle system. The only change required is to 
add one more nozzle everything else remains the same. 

 

  
The Kitchensafe system can be mounted up to 15 feet 
away from the cook top. If you have a difficult 
installation this allows other options for the location 
of the system. The system may also be installed in a 
lower base cabinet. 
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The 2-liter suppressant cylinder is filled slightly above 
“12 bar” which is 174 P.S.I. The “wet chemical” is 
environmentally friendly and will not harm the appliance, 
counter tops, or flooring. Cleans up easily with soap and 
water.                
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The electronic metron/squib device is more reliable than a 
“fusible link”. A fusible link system must keep tension on the 
firing hardware and the flame needs to be very large to break 
the link. The metron/squib is “hand” threaded into the top of 
the fitting that is already installed on the top of cylinder. The 
wiring metron/squib connects to the terminal marked firing 
pin. DO NOT set the metron/squib until you are finished with 
the installation. 
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The small green plug on the reset tool is installed into the 
“reset” hole/terminal. The reset of the Kitchensafe system will 
be covered in this manual later.  
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When you are servicing the Kitchensafe system always place 
the reset tool in the “firing pin” terminal. The reset tool takes 
the place of the metron/squib in the “firing pin” terminal and 
avoid activation of the system. 

RED wire of the reset tool is placed in the right-side 
terminal. 
 
 
 
 
 
 
 



 15 

 
Kitchensafe cook top fire suppression system reset instructions. 
1. After the Kitchensafe system has been installed, and all testing has 

been After completed, perform the following reset procedure with the 
power off. 

2. Place the test tool, leads in the firing terminal, RED wire on the 
right.  

3. Place the small green plug into the reset plug. 
4. Turn on main power to the system. 
5. Check the power and appliance L.E.D. lights are illuminated. 
6. Depress the button on the test tool for 1 second. Listen for the 

audible alert “beep. 
7. Turn off the power to the Kitchensafe system. 
8. Remove reset tool from the firing pin terminal and remove the 

small green plug from the reset terminal.  
9. Place the “Metron” / “Squib” in the firing pin terminal. There is NO 

polarity. Power up system. 

 
Check the status of the L.E.D. lights. The power and the 
appliance supply L.E.D. lights should be the only illuminated 
lights. 
The Kitchensafe system is now reset and there is a year placed 
on the internal clock. At the one year mark the system will 
audibly alert letting the user know that the Kitchensafe system 
is due for service. The user can push the “Silence Alarm” button 
on the front of the Kitchensafe system. This will silence the 
system for 24 hours and then it will signal again. 
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The shunt/relay shuts off the electric power supply if the 
Kitchensafe system activates. This eliminates the possibility 
of a cook top fire re-igniting. The shut off for a gas appliance 
is a normally closed ASCO gas solenoid and is also wired to 
the “Appliance   Terminal”
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This is the Asco gas solenoid used for a gas cooktop.  

Model 8214G030 is for ¾ inch gas supply piping. 
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Silent Knight, 2-wire, 12-volt, pull station. Do not leave 
the pull station in the open position and remove the 

key to the manual pull station when the installation is 
complete. 
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Horn / Strobe. 12-volt, 2 wire  
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Expanded view of the Kitchensafe system. A few things to 
remember! Handle the metron/squib device with care. Keep 
it isolated until you are ready to install. Do not power the 
unit up until the metron/squib is completely installed.  

This manual is a guide. A more detailed Installation Manual 
is available if you require more information.  
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Trouble shooting:  

If you receive any “fault” lights after installation, check all 
wiring connections and make sure they are all solid and 
tight.  

Trace from the power source and beyond. Check small inline 
fuses to make sure they are both good.   

If the is no power to the appliance, unplug the relay box from 
the wall and make sure that the wires that go to the 
appliance terminals and the relay box are properly attached.  

If you receive LED faults it is usually something that can be 
easily traced.   

Most faults that occur are a wire that has not been “landed” 
properly. 

Make sure the power is off currently. Check that the 
“ribbon wire” is securely installed at each plug ends on to the 
front and back electronic boards. Also make sure that the 
other power plug with the green 4 wire plug is secure. 
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After the unit is placed a reset of the internal clock must be 
performed. Here are the steps.  

1. Ensure that the main supply is connected properly.  
2. Turn off the main power to the Kitchensafe system.  
3. Attach the small green terminal of the reset tool in the 

round “reset” terminal. 
4. Install the reset tool into the “firing pin” terminal the 

RED wire must be placed in the right side of the 
terminal.  

5. Turn on the main power to the system.  
6. Depress the button on the timer reset tool for 1 second 

you will hear the audible “beep”. 
7. Turn off the main power to the system.  
8. Remove the reset tool.  
9. Wait 60 seconds.  

Install the metron/squib.    
Turn on the main power to the system. Check   
system status LEDs show “POWER” and 
“APPLAINCE SUPPLY ON” only.  
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The diagram for the pull station, horn / strobe, alarm 
wiring is shown above. 
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The Kitchensafe system will protect a cooktop up to 31 ½ 
inches. A cooktop between 31 ½ inches and 48 inches 
requires two nozzles. 
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We provide video conference presentation, training, and 
certification for you staff. This is done on your schedule, at 
your location. We train and certify installation staff at 
no charge. No downtime, no travel, lodging, meal, 
expenses. 

A training session is normally 20 minutes. If you 
require more time, we will gladly provide it. 

 We also provide phone support at any stage of the 
installation.  

Servicing and system TESTING. 

Kitchensafe requires serving every 12 months. The 
yellow “SERVICE REQUIRED” L.E.D. on the 
Kitchensafe front panel will illuminate when the 12-
month period is reached. In addition, an audible alert 
will sound and can be silenced by the user by pushing 
the “silence alarm” button. The alarm will stop for 24 
hours and until the Kitchensafe system is re-set it will 
sound again in 24 hours. 

The following items will be needed to service the 
Kitchensafe system. 

• Hot air gun capable of reaching 212 F. 
• Kitchensafe re-set tool.    
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Do not use any other heat source than a heat gun. No 
open flame as the sensor can be damaged. 
 

1. Check that the system control box is securely 
mounted. 

2. Check for water or dirt ingress.     
3. Check for correct routing of cables, check also that 

cables are not pinched or damaged either inside or 
outside the system box and that all connections of 
internal wiring are secure. Damaged cables must be 
replaced. The “ribbon wire” is very easily caught 
when closing the front lid of the system. 

4. Check for signs of extinguishing agent leakage. 
5. Check for corrosion due to contact with suppressant 

agent. 
6. Check that all hoses are in good condition and routed 

without kinks or twists. 
7. Check that the nozzle manifold (if used) is securely 

mounted. 
8. Check that the temperature sensor is secure and 

mounted at the “centerline” of the hood. 
9. Hold the “L.E.D. TEST” button on the front of the 

Kitchensafe system control box and make sure all 
L.E.D.’s illuminate.                  
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Check the elevated heat, “SENSOR TEMP HIGH” alert. 
1. Remove the metron/squib and place the test tool to 

avoid firing the metron. 
2. Power the system on and allow it to initialize to the 

operating state with the power and appliance supply 
light on. 

3. Using the hot air gun, slowly raise the temperature at 
the sensor until the “SENSOR TEMP HIGH” L.E.D. is 
illuminated. The audible alert should sound t this 
time. Remove the heat from the sensor as soon the 
system alerts. 

4. Allow the sensor to cool, watching for the “SENSOR 
TEMP HIGH” light is no longer illuminated. 

Check the upper-level alert, “FIRE DETECTED”.    
1. Turn a single gas or electric burner on the cook top.  
2. Using the hot air gun, raise the temperature around 

the Temperature Sensor, watch for the “SENSOR 
TEMP HIGH” L.E.D. to illuminate. The audible alert will 
sound. 

3. Continue heating until the “FIRE DETECTED” L.E.D. 
illuminates, stop heating the sensor. 

4. When the “FIRE DETECTED” L.E.D. illuminates the 
L.E.D. on the test tool should also illuminate. 
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5. At this time, the gas solenoid or the “shunt trip” 
electric relay should shut off either the gas or electric 
supply to the cook top. 

6. Turn the Power to the Kitchensafe system off. At this 
time, the reset of the system must be performed. 
Follow the re-set instructions in this manual. After the 
re-set of the system turn the power back on and 
replace the metron/squib. 

7. Make sure that the gas or electric cook top is turned 
off at the burner control. 

8. When the sensor has cooled, turn the system power 
on and make sure the “POWER” and “APPLIANCE” 
L.E.D.s are Illuminated. 

Very Important: If you have used the “PULL STATION” to test the 
system, make sure it is properly closed and secured. If it is not 
properly closed the system could activate. 

 

ALWAYS POWER THE KITCHENSAFE SYSTEM OFF WHEN SERVICE IS PERFORMED. 

Please leave a copy of the manual and the test reset tool 
near the Kitchensafe system. This will help you or another 
installer to service the system in the future. 
 


